STATE UNIVERSITY OF NEW YORK

SUNY DOWNSTATE MEDICAL CENTER
450 CLARKSON AVENUE, BOX 47

BROOKLYN, NY 11203

3.56  (c)
SANITATION.

Item Housekeeping 3.56 c
Premises shall be kept clean and in good repair to facilitate good husbandry practices. Guinea pig rm 4-74 has an area of the ceiling that is peeling and needs to be repaired. Facility needs to repair surface.

Correct by 10/1/09

3.84  (c)
REPEAT
CLEANING, SANITIZATION, HOUSEKEEPING, AND PEST CONTROL.

Item Housekeeping 3.84 c
Premises shall be kept clean and in good repair to facilitate good husbandry practices. Clean side of cage washer has an area of the ceiling that is cracked. This is a repeat area.

New items
Clean side of cage of cage washer has on bank of lights that is burned out and needs to be replaced Facility needs to replace the lights

Correct by 8/10/09

At the time of inspection primates toys were stored in the necropsy room Facility needs to remove toys and adequately store primate toys.

Correct by close of business 8/4/09

3.131  (a)
SANITATION.

Prepared By:

JOHN LOPINTO, D V M  USDA, APHIS, Animal Care
Title: VETERINARY MEDICAL OFFICER Inspector 1008
Date: Aug-04-2009

Received By:

(b)(5),(b)(7)(c)

Date: Aug-04-2009
Inspection Report

Item Sanitation 3.131 a
Excreta shall be removed from primary enclosures as often as necessary to prevent contamination of the animals and to minimize disease hazards and to reduce odors. At the time off inspection there was a noticable ammonia odors in the ferret room. Facility needs to review its cleaning procedures and room ventilation to insure proper husbandry care. Correct by 8/5/09

Inspection took place over 2 days 8/3-4/09

Prepared By:
JOHN LOPINTO, D V M USDA, APHIS, Animal Care
Title: VETERINARY MEDICAL OFFICER Inspector 1008
Date: Aug-04-2009

Received By: (b)(6),(b)(7)(c)
Date: Aug-04-2009